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Air flow dividers designated to replace. Additional ones may be added after injectors pulled. 
8th Floor 

7th Floor 

6th Floor 

5th Floor 

West Front wall looking North East 
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8th Floor 

7th Floor 

6th Floor 

5th Floor 

East Rear Wall Looking South West 
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known injector problem 

6th F..,;lo..,;o.;..r....,..-c-__ 
known injectqu>roblem 

33" SS tip laydown 
40" total 

West 

ccw 

known injector problem 

Front wall looking North 

cw 

33" SS tip laydown 
40" total 

33" SS tip laydown 
40" total 

ccw 

known injector problem 

new nozzle 

cw 

known injector problem 

known injector problem 

Air flow divider to be replaced 

ccw 

known injector problem 

known injector problem 

known injector problem 

33" SS tip laydown 
40" total 

East 
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known iniector problem 

East 

ccw 

known i!)jector problel'!} 
33" SS tip laydown 
40" total 

33" PI 2000 old burner 
40" total 

cw 

33" PI 2000 old burner 
40" total 

33" PI 2000 old burner 

ccw 

40" total known injector problem 

-:\;­® ® 

cw 

33" PI 2000 old burner 
40" total 

ccw 

33" PI 2000 old burner 
40" total 

-:\r ® 6 
known injector problem 

42" SS from PI 40" SS tip laydown 

33" PI 2000 old burner 
40" total 

33" SS tip laydown 33" SS tip laydown 
40" total 40" total 

Air flow divider to be replaced 

Rear Wall Looking South West 
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Tips removed and replaced designated in yellow, all others were repaired with segment wear liners on all 6 pedals . 
8th Floor 

7th Floor 

6th Floor 

5th Floor 

West 

33" SS tip laydown 
40" total 

33" SS tip laydown 
40" total 

33" SS tip laydown 
40" total 

new nozzle 

Front wall looking North (Tips to have air sleeve moved back.) Tip to be replaced 

33" SS tip laydown 
40" total 

East 
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8th Floor 

7th Floor 

6th Floor 

5th Floor 

East 

33" SS tip laydown 
40" total 

33" PI 2000 old burner 
40" total 

33" PI 2000 old burner 
40" total 

33" PI 2000 old burner 
40" total 

33" PI 2000 old burner 
40" total 

33" SS tip laydown 
40" total 

33" PI 2000 old burner 
40" total 

42" SS from PI 

33" SS tip laydown 
40" total 

33" PI 2000 old burner 
40" total 

40" SS tip laydown 

Rear Wall Looking South (Tips to have air sleeve moved back) Tip to be replaced West 
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West 

cw 

warpage 
patched 4-5-08 

split on top 
warpage 

patch 

ccw cw 

Throat piece work 

Front wall looking North 

warpage 
patched 4-5-08 

split on top 
warpage 

patch 

ccw cw ccw 

ring patch 

ring patch patch 

Air flow divider to be repaired/patched top priority 

East 
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East 

cw 

split on top 
weld 

ccw 

split on top 
warpage 
patched 4-5-08 

ring patch 

ring patch 

cw ccw 

patch 
patched 4-5-08 

-:\;­® ® 
split on top 

patch or weld 
split on top 
warpage 

patch 

Rear Wall Looking South 

cw ccw 

patch 
patched 4-5-08 

-:\r 8 B 

Air flow divider to be repaired/patched top priority 

West 
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Inner air sleeve settings ABT Burner 
Inner air sleeve has 12 holes in the handle. With the bolt through the 12th hole (showing 
11 holes) the sleeve is closed . With sleeve pushed in with the bolt in the 1st hole, opening 
6 1/4" opening. Below is a list with measured opening per bolt in each hole. 

bolt in XX hole opening" 

12th 0 closed 
11th 1/2 
10th 1 1/4 
9th 1 3/4 
8th 2 3/8 
7th 2 7/8 present '06 setting 7th in from handle, 7th from full open 
6th 3 3/8 
5th 3 7/8 
4th 4 7/16 
3rd 5 1/16 
2nd 53/4 
1 st 61/4 full open, all the way pushed in 

reading on second injector 
opening calc'd 

1st 61/8 full open 6 3/16 
2nd 51/2 5 10/16 

3rd 47/8 5 1/16 
4th 41/4 4 8/16 

5th 33/4 315/16 as left 
6th 2 15/16 3 6116 

7th 21/2 2 13/16 as found 
8th 2 2 4116 

9th 1 11/16 1 11/16 
10th 1 1116 2116 
11th 11/16 9/16 
12th 0 closed 0 

3rd to 7th hole with 
new nozzles installed '08 

setting after '06 outage 

setting '04 to '06 

IP7021291 



1- save bolts and nuts on elbow and injector 
2- pull all elbows and injectors 
3- make sure proper orientation injector in proper spot CW vs CCW 

all burners are marked, also shown on work sheet 
4- Air flow divider - put bevel end furnace side and install with seam at 6 o'clock position (bottom) 

Worst 12 have been marked on drawing. Inspection will determine the next twelve to be repaired if 
needed. 

5- Injectors will still be coming in after start of outage. Leave C row (6th level on back wall last) 
incase they do not arrive in time. Put new elbows only on new injector. Therefore do not remove 
old elbows and injectors from burner level until replaced by new parts. Worst case we will have to 
repair some old injectors and move to needed levels. 

D1 and D3 have the reversed TC locations 

IP7021292 



Work Order Request # 113939 
Unit 2 Present 

Burner elbow temp intermediate 
B1 2sgate1536 2sgate1537 

B2 2sgate1402 2sgate1403 
B3 ""1538 ""1539 
B4 ""1408 ""1410 

B5 ""1540 ""1541 

B6 ""1412 ""1414 

F1 
F2 
F3 
F4 
F5 
F6 

A1 
A2 
A3 
A4 
A5 
A6 

E1 
E2 
E3 
E4 
E5 
E6 

G1 
G2 
G3 
G4 
G5 
G6 

C1 
C2 
C3 
C4 
C5 
C6 

H1 
H2 
H3 
H4 
H5 
H6 

01 
02 
03 
04 
05 
06 

" "1416 

" "1542 

" "1420 
" "1544 

" "1428 

" "1546 

""1548 

" "1432 

" "1550 
" "1436 

" "1552 
" "1444 

" "1448 

" "1554 
" "1456 
" "1556 

" "1460 
" "1558 

" "1479 
" "1564 
" "1475 
" "1562 
" "1467 

" "1560 

" "1570 

" "1495 
" "1568 

" "1487 
" "1566 

" "1483 

" "1511 

" "1576 
" "1507 

" "1574 
" "1499 

" "1572 

" "1582 

" "1527 

" "1580 

" "1519 
" "1578 

" "1515 

" "1418 

" "1543 
" "1422 

" "1545 

" "1430 
" "1547 

" "1549 

" "1434 

" "1551 
" "1438 

" "1553 
" "1446 

" "1450 
" "1555 
" "1458 

" "1557 
""1462 

" "1559 

" "1478 
" "1565 

" "1474 
" "1563 

" "1466 

" "1561 

" "1571 

""1494 

" "1569 
" "1486 

" "1567 
" "1482 

" "1510 

" "1577 

" "1506 
" "1575 

" "1498 

" "1573 

" "1583 
" "1526 
" "1581 

" "1518 

" "1579 

" "1514 

New burner thermocouple settings 
New 

burner tip 

2sgate1536 
2sgate1402 

pt to initiate in-service out-at-service 

2SGAES0006 800 1400 

" "1538 

" "1408 

" "1540 
" "1412 

" "1416 2SGAES0010 

" "1542 

" "1420 
" "1544 

" "1428 

" "1546 

" "1548 2SGAES0005 
" "1432 

" "1550 

" "1436 
" "1552 
" "1444 

""1448 2SGAES0009 

" "1554 

" "1456 
" "1556 

" "1460 
" "1558 

""1479 2SGAES0011 

" "1564 
" "1475 
" "1562 
" "1467 

" "1560 

""1570 2SGAES0007 

" "1495 

" "1568 
" "1487 

" "1566 

" "1483 

""1511 2SGAES0012 

" "1576 

" "1507 
" "1574 

" "1499 

" "1572 

" "1582 2SGAES0008 

" "1527 
" "1580 

" "1519 

" "1578 

" "1515 

800 1400 

800 1400 

800 1400 
800 1400 

800 1400 

800 

800 

800 
800 

800 
800 

800 

800 

800 
800 

800 
800 

800 

800 
800 

800 
800 

800 

800 
800 

800 
800 

800 
800 

800 
800 

800 
800 

800 

800 

800 

800 

800 
800 

800 

800 

800 

800 

800 
800 

800 

800 

1400 
1400 

1400 
1400 

1400 

1400 

1400 
1400 

1400 
1400 

1400 

1400 

1400 
1400 

1400 
1400 

1400 
1400 

1400 

1400 
1400 
1400 
1400 

1400 

1400 

1400 
1400 

1400 
1400 

1400 

1400 
1400 

1400 

1400 
1400 

1400 

1400 

1400 

1400 
1400 

1400 

1400 

New 
burner barrel in-service out-at-service 

2sgate 1537 650 1200 
2sgate1403 650 1200 

" "1539 650 1200 

" "1410 650 1200 
""1541 650 1200 

" "1414 650 1200 

" "1418 

" "1543 
" "1422 

" "1545 
" "1430 

" "1547 

" "1549 
" "1434 

" "1551 
" "1438 

" "1553 
" "1446 

" "1450 

" "1555 
" "1458 

" "1557 
" "1462 

" "1559 

" "1478 

" "1565 

" "1474 
" "1563 
" "1466 
" "1561 

" "1571 

" "1494 

" "1569 
" "1486 

" "1567 

" "1482 

" "1510 

" "1577 
" "1506 

" "1575 

" "1498 

" "1573 

" "1583 
" "1526 

" "1581 

" "1518 

" "1579 

" "1514 

650 

650 

650 
650 

650 
650 

650 
650 

650 
650 

650 
650 

650 

650 
650 

650 
650 

650 

650 
650 

650 
650 

650 

650 

650 
650 

650 
650 

650 

650 

650 

650 

650 
650 

650 

650 

650 

650 

650 
650 

650 

650 

1200 

1200 

1200 
1200 

1200 
1200 

1200 
1200 

1200 
1200 

1200 
1200 

1200 

1200 
1200 

1200 
1200 

1200 

1200 
1200 

1200 
1200 

1200 

1200 

1200 
1200 

1200 

1200 
1200 

1200 

1200 

1200 

1200 
1200 

1200 

1200 

1200 

1200 

1200 
1200 

1200 

1200 
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